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 1/16" = 1'-0"A1.03
1 SITE PLAN- CONCRETE APRON

NOTES:
1. CONCRETE APRON NOTE: 6" THICK CONC. (4000 PSI) APRON
ON 8" LIMEROCK BASE COMPACTED PER FDOT 12" STABILIZED  (MIN. LBR=
40) SUBGRADE COMPACTED TO 98% MAXIMUM DENSITY PER AASHTO T-180
TYPE C.

2.  CIVIL ENGINEER TO DETERMINE REQUIRED QUANTITY AND
LOCATION OF COMPACTION TEST.

3.  THIS DRAWING REPRESENTS CONCRETE DRIVE LAYOUT
AND CONTROL JOINT DETAILS ONLY.

4.  COORDINATE GRADING REQUIREMENTS WITH CIVIL PLANS.

5.  APPLY CURING/ SEALING COMPOUND ONCE CONCRETE
HAS SET.  COMPLY WITH MANUFACTURER'S REQUIREMENTS.

6.  PROVIDE LIGHT BROOM FINISH.

 1 1/2" = 1'-0"A1.03
2 CONTROL JOINT

 1 1/2" = 1'-0"A1.03
3 CONCRETE APRON @ BAY
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