
ADDENDUM # 6 
BID # FY 2017-2018-017 CITY OF HALLANDALE BEACH WATER TREATMENT PLANT HIGH 

SERVICE PUMPS REPLACEMENT PROJECT 

Please ensure you check the City’s website for the latest addendum released for this project. Below find the link 
to the City’s website:  www.cohb.org\solicitations. 

Firm must provide this form signed by an authorized officer of your Firm to acknowledge receipt of 
ADDENDUM # 6 and provide with your Firm’s response.  

PLEASE NOTE:  PLEASE DISCARD, DO NOT USE EXHIBIT A – TECHNICAL SPECIFICATIONS, 
SECTION 01590 – FIELD OFFICE, EQUIPMENT AND SERVICES, PAGE 111-112. 

PLEASE NOTE:  REVISED AS OF 10/9/2018 -  EXHIBIT A -  TECHNICAL SPECIFICATIONS, SECTION 
01590 – FIELD OFFICE, EQUIPMENT AND SERVICES. 

http://www.cohb.org/solicitations
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SECTION 01590 - FIELD OFFICE, EQUIPMENT AND SERVICES 

PART 1 -- GENERAL 

1.01 THE REQUIREMENT 

A. The Contractor shall provide field offices, equipment and services for its own use 
and the use of the Engineer as specified herein and shown on the Drawings. 

A. If desired by the Contractor, it can provide a field office for itself, as specified herein 
and shown on the Drawings. 

1.02 RELATED WORK SPECIFIED ELSEWHERE 

A. Section 01510 – Utilities and Services 

1.03 SUBMITTALS 

A. The Contractor shall submit shop drawings and other information as required to the 
Engineer for review in accordance with Section 01300 entitled "Submittals". 

1.04 GENERAL FIELD OFFICE REQUIREMENTS 

A. Contractor shall provide steps and platforms to permit entry to the offices.  This work shall 
conform to the Florida Building Code and OSHA requirements. 

B. Trailers shall be blocked up and hurricane straps installed conforming to the applicable 
building codes. 

C. Contractor retains responsibility for procuring all necessary permits for the installation of 
the field offices at the location noted. 

PART 2 -- PRODUCTS 

2.01 CONTRACTOR’S FIELD OFFICE 

A. Contractor's Field Office:  Contractor may provide a field office for itself at its discretion. 

PART 3 -- EXECUTION 

3.01 UTILITY SERVICES 

A. Potable water will be made available for connection by the Contractor, who shall pay all 
costs for water for the Contractor’s field office over the duration of the project.  The 
Contractor shall furnish, install, test, and have inspected all piping, valves, and flow meter 
for connection with the City’s potable water services. 
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B. Power:  The Contractor shall provide all necessary power required for its operations under 
the Contract, and shall provide and maintain all temporary power lines required to perform 
Work in a safe and satisfactory manner. The Contractor shall pay all costs for installation, 
maintenance and removal for the work and power.  

 
C. Sanitary Services:  The Contractor shall provide one totally enclosed water closet and 

lavatory.  The Contractor shall furnish all piping, power and equipment required to convey 
sanitary waste and discharge into the Plant’s sanitary system.   
 

 
 

- END OF SECTION - 
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PLEASE NOTE RECEIPT OF ADDENDUM # 6 BY SIGNING BELOW AND INCLUDE WITH YOUR FIRM’S 
SUBMISSION. 
 

I ACKNOWLEDGE RECEIPT OF ADDENDUM # 6: 
 

Company   
 
 

Name  

Title  
 

Signature  
 
 

Date  

 

 
Sincerely, 

 
Andrea Lues, Director, Procurement Department 


